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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

S2.

Sl.
S1.

S3.
S3.

s4.
S4.

S5.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

001 12.507 1.062 11.8 0.000 0.00 0.0 0.600 o 150
002 49.691 2.000 24.8 0.000 0.00 0.0 0.600 o 150
003 47.874 1.195 40.1 0.018 0.00 0.0 0.600 o 150
000 42.839 1.900 22.5 0.072 5.00 0.0 0.600 o 150
001 47.578 1.100 43.3 0.000 0.00 0.0 0.600 o 225
000 44.853 1.850 24.2 0.002 5.00 0.0 0.600 o 150
001 6.835 0.069 99.1 0.000 0.00 0.0 0.600 o 150
000 9.363 0.269 34.8 0.005 5.00 0.0 0.600 o 150

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S52.001 50.00 5.43 228.512 0.008 0.0 0.0 0.0
S1.002 50.00 5.84 227.450 0.022 0.0 0.0 0.0
51.003 50.00 6.34 225.450 0.040 0.0 0.0 0.0
$3.000 50.00 5.34 227.500 0.072 0.0 0.0 0.0
S3.001 50.00 5.73 225.525 0.072 0.0 0.0 0.0
S4.000 50.00 5.36 228.600 0.002 0.0 0.0 0.0
S4.001 50.00 5.48 226.750 0.002 0.0 0.0 0.0
S5.000 50.00 5.09 226.950 0.005 0.0 0.0 0.0

Section Type

Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.95 52.2

2.03 35.8
1.59 28.2

2.13 37.6
1.99 79.3

2.05 36.3
1.01 17.8

1.71 30.2

Auto
Design

)

& 68 66 &6

Flow
(1/s)
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INZA Design Ltd

Page 3

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

s4.
sS4.

S6.

sS4.
s4.

sS3.

S7.

S7.
S7.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

002 30.145 1.431 21.1 0.019 0.00 0.0 0.600 o 150
003 6.243 0.062 100.0 0.000 0.00 0.0 0.600 o 150
000 11.612 0.212 54.7 0.010 5.00 0.0 0.600 o 150
004 4.940 0.050 99.7 0.000 0.00 0.0 0.600 o 150
005 27.306 0.638 42.8 0.012 0.00 0.0 0.600 o 150
002 6.176 0.245 25.2 0.056 0.00 0.0 0.600 o 225
000 40.878 1.150 35.5 0.013 5.00 0.0 0.600 o 150
001 20.278 0.850 23.9 0.000 0.00 0.0 0.600 o 150
002 18.528 1.050 17.6 0.010 0.00 0.0 0.600 o 150

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S4.002 50.00 5.70 226.681 0.026 0.0 0.0 0.0
S4.003 50.00 5.81 225.250 0.026 0.0 0.0 0.0
$6.000 50.00 5.14 225.400 0.010 0.0 0.0 0.0
S4.004 50.00 5.89 225.188 0.036 0.0 0.0 0.0
S4.005 50.00 6.19 225.138 0.048 0.0 0.0 0.0
S3.002 50.00 6.22 224.425 0.175 0.0 0.0 0.0
S7.000 50.00 5.40 228.750 0.013 0.0 0.0 0.0
S7.001 50.00 5.57 227.600 0.013 0.0 0.0 0.0
S7.002 50.00 5.69 226.750 0.024 0.0 0.0 0.0

Section Type
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.20 39.0
1.00 17.8

1.36 24.1

1.01 17.8
1.54 27.3

2.62 104.1
1.69 29.9

.07  36.
2.41 42.6

N
(o)}

Auto
Design

&ea8 & 66 & 66

3.
3.

23.

=

Flow
(1/s)

5
5

foe]
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INZA Design Ltd
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

S7.
S7.
S7.
S7.
S7.

Sl.
s8.
S8.
s8.

Sl.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

003 17.147 0.200 85.7 0.006 0.00 0.0 0.600 o 225
004 9.457 0.110 85.7 0.007 0.00 0.0 0.600 o 225
005 37.774 0.990 38.2 0.014 0.00 0.0 0.600 o 225
006 8.998 0.091 99.3 0.004 0.00 0.0 0.600 o 225
007 5.422 0.055 99.3 0.001 0.00 0.0 0.600 o 225
004 27.898 0.405 68.9 0.032 0.00 0.0 0.600 o 300
000 28.998 0.750 38.7 0.044 5.00 0.0 0.600 o 150
001 31.192 0.800 39.0 0.000 0.00 0.0 0.600 o 150
002 32.201 0.950 33.9 0.077 0.00 0.0 0.600 o 225
005 17.903 0.725 24.7 0.000 0.00 0.0 0.600 o 300

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S7.003 50.00 5.90 225.625 0.030 0.0 0.0 0.0
S7.004 50.00 6.01 225.425 0.036 0.0 0.0 0.0
S7.005 50.00 6.30 225.315 0.050 0.0 0.0 0.0
S7.006 50.00 6.42 224.325 0.054 0.0 0.0 0.0
S7.007 50.00 6.49 224.234 0.055 0.0 0.0 0.0
S1.004 50.00 6.73 224.105 0.302 0.0 0.0 0.0
S$8.000 50.00 5.30 226.350 0.044 0.0 0.0 0.0
$8.001 50.00 5.62 225.600 0.044 0.0 0.0 0.0
S58.002 50.00 5.86 224.725 0.121 0.0 0.0 0.0
S1.005 50.00 6.83 223.700 0.423 0.0 0.0 0.0

Section Type

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Vel Cap
(m/s) (1/s)

.41 56.
.41 56.
.12 84.
.31 52.
.31 52.

e
NN GN N

1.90 134.1
1.62 28.7
1.62 28.6
2.25 89.7

3.18 224.6

Auto
Design

40.

o

57.

~ J o D

& 666 6 666G

Flow
(1/s)

SN J 0w o
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INZA Design Ltd

Page 5

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Length Fall

51.006 23.863 0.475
$1.007 10.201 0.870
4.871 0.100

.2 0.000 0.00 0.0 0.
0.000 0.00 0.0 0.600
0.0 0.

~J

.7 0.000 0.00

Network Design Table for Storm

Slope I.Area T.E. Base k
(1:X) (ha) (mins) Flow (1/s) (mm)

Network Results Table

600

600

US/IL X I.Area Z Base Foul Add Flow

(m) (ha) Flow (1/s) (1/s)
222.975 0.423 0.0 0.0
222.500 0.000 5.0 0.0
221.630 0.000 5.0 0.0

Section Type

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.22 157.2
2.96 52.3
1.45 25.5
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INZA Design Ltd

Page 6

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:3

6

File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Manhole Schedules for Storm

MH MH MH MH MH Pipe Out Pipes In
Name | CL. (m) |Depth| Connection |Diam.,L*W PN Invert Diameter PN Invert Diameter | Backdrop
(m) (mm) Level (m) (mm) Level (m) (mm) (mm)

MH1 |230.500|1.050 | Open Manhole 4501]S1.000 229.450 150

MH2|229.200|0.910 | Open Manhole 4501s1.001 228.290 150(S1.000 228.290 150

MH3|229.700|1.050 | Open Manhole 450152.000 228.650 150

MH4 |229.050|0.538 | Open Manhole 4501s2.001 228.512 1501(S52.000 228.512 150

MH5|228.500|1.050 | Open Manhole 450151.002 227.450 150|s1.001 227.450 150
52.001 227.450 150

MH6|226.500|1.050 | Open Manhole 450]S1.003 225.450 150(S1.002 225.450 150

MH7|228.550|1.050 | Open Manhole 450153.000 227.500 150

MH8 | 226.650|1.125|Open Manhole 600 |S3.001 225.525 225(83.000 225.600 150

MH9|229.650|1.050 | Open Manhole 450154.000 228.600 150

MH10|227.800|1.050 | Open Manhole 4501s4.001 226.750 150|54.000 226.750 150

MH11|228.000|1.050 |Open Manhole 450155.000 226.950 150

MH12|227.800|1.119 |Open Manhole 450154.002 226.681 150|s4.001 226.681 150
55.000 226.681 150

MH13|226.300|1.050 |Open Manhole 450154.003 225.250 150|s4.002 225.250 150

MH14|226.450|1.050 |Open Manhole 450156.000 225.400 150

MH15|226.300|1.112|Open Manhole 450154.004 225.188 150|54.003 225.188 150
56.000 225.188 150

MH16|226.230|1.092 | Open Manhole 450154.005 225.138 150|s4.004 225.138 150

MH17|225.550[1.125|Open Manhole 600|S3.002 224.425 2251s3.001 224.425 225
54.005 224.500 150

MH18|229.800|1.050|Open Manhole 450157.000 228.750 150

MH19|228.650|1.050 | Open Manhole 4501Ss7.001 227.600 150(S7.000 227.600 150
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INZA Design Ltd

Page 7

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Manhole Schedules for Storm

MH MH MH MH MH Pipe Out Pipes In
Name CL (m) |Depth| Connection |Diam.,L*W PN Invert Diameter PN Invert Diameter | Backdrop
(m) (mm) Level (m) (mm) Level (m) (mm) (mm)

MH20|227.800|1.050 | Open Manhole 4501S7.002 226.750 150(s7.001 226.750 150
MH21|226.750[1.125|Open Manhole 600 |57.003 225.625 225|87.002 225.700 150
MH22|226.550|1.125 | Open Manhole 600 |S7.004 225.425 225|S87.003 225.425 225
MH23|226.650|1.335|0Open Manhole 600 |S7.005 225.315 225|87.004 225.315 225
MH24|225.450|1.125 | Open Manhole 600 |S57.006 224.325 225|87.005 224.325 225
MH25|225.500|1.266 |Open Manhole 600 |S7.007 224.234 225|87.006 224.234 225
MH26|225.550|1.445 | Open Manhole 1050|S1.004 224.105 300(S1.003 224.255 150
53.002 224.180 225
57.007 224.180 225

MH27|227.400|1.050 | Open Manhole 450158.000 226.350 150
MH28|226.650|1.050 | Open Manhole 4501s8.001 225.600 1501(s8.000 225.600 150
MH29|225.850|1.125 | Open Manhole 600 |58.002 224.725 225(88.001 224.800 150
MH30|224.900|1.200 |Open Manhole 1050|S1.005 223.700 300(S1.004 223.700 300
58.002 223.775 225
MH31|224.950|1.975|Open Manhole 1200|S1.006 222.975 300(S1.005 222.975 300
MH32|224.900[2.400 | Open Manhole 1200|s1.007 222.500 150(s1.006 222.500 300
MH33 Headwall |222.700|1.070|Open Manhole 1000|s1.008 221.630 150(S1.007 221.630 150
MHDummy | 223.040{1.510 | Open Manhole 1200 OUTFALL 51.008 221.530 150
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INZA Design Ltd

Page 8

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH1

MH2

MH3

MH4

MH5

MH6

MH7

MHS8

MH9

MH10

Manhole Schedules for

Storm

Manhole
Easting

(m)

394401.

394382.

394412.

394393.

394381.

394381.

394386.

394387.

394414.

394414.

275

227

256

559

061

148

944

075

680

635

Manhole
Northing

(m)

349035.

349053.

349070.

349070.

349070

349119.

349077.

349120

349074.

3491109.

194

677

711

691

.222

913

377

.216

805

658

Intersection

Easting

(m)

394401.

394382.

394412.

394393.

394381.

394381.

394386.

394387.

394414.

394414.

275

227

256

559

148

944

075

680

635

Intersection
Northing

(m)

349035.

349053.

349070.

349070.

349070.

349119.

349077.

349120.

349074.

349119.

194

677

711

691

222

913

377

216

805

658

Manhole Layout
Access (North)

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required
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INZA Design Ltd
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH11

MH12

MH13

MH14

MH15

MH16

MH17

MH18

MH19

MH20

Storm

Manhole Schedules for
Manhole Manhole Intersection
Easting Northing Easting
(m) (m) (m)
394424.058 349126.363 394424.058
394414.696 349126.492 394414.696
394414.536 349156.637 394414.536
394426.099 349162.951 394426.099
394414.487 349162.880 394414.487
394414.542 349167.820 394414.542
394387.236 349167.793 394387.236
394416.663 349073.483 394416.663
394426.480 349113.164 394426.480
394429.522 349133.213 394429.522

Intersection
Northing

(m)

349126.363

349126.

349156.

349162.

349162.

349167.

349167.

349073.

349113.

349133.

492

637

951

880

820

793

483

l64

213

Manhole
Access

Layout
(North)

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required

©1982-2020 Innovyze
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH21

MH22

MH23

MH24

MH25

MH26

MH27

MH28

MH29

MH30

Manhole Schedules for

Storm

Manhole
Easting

(m)

394429.

394429.

394427.

394390.

394382.

394381.

394353.

394353.

394354.

394353.

660

936

830

056

783

059

553

739

049

le6l

Manhole
Northing

(m)

349151.

349168.

349178.

349178

349172.

349167.

349075.

349104.

349135.

349167.

740

884

104

.226

927

786

442

440

630

Intersection

Easting

(m)

394429.

394429.

394427.

394390.

394382.

394381.

394353.

394353.

394354.

394353.

660

936

830

056

783

059

553

739

049

Intersection
Northing

(m)

349151.

349168.

349178.

349178.

349172.

349167.

349075.

349104.

349135.

349167.

740

884

104

226

927

786

442

440

630

819

Manhole
Access

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH31

MH32

MH33 Headwall

MHDummy

Manhole Schedules for Storm

Manhole Manhole Intersection Intersection
Easting Northing Easting Northing
(m) (m) (m) (m)
394348.049 349184.977 394348.049 349184.977
394337.941 349206.594 394337.941 349206.594

394328.438 349210.302 394328.438 349210.302

394328.162 349215.165

Manhole
Access

Required

Required

Required

No Entry

Layout
(North)
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INZA Design Ltd

Page 12

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH MH DIAM.,
Sect (mm) Name (m) (m) (m) Connection (mm)
51.000 o 150 MHI1 230.500 229.450 0.900 Open Manhole
51.001 o 150 MH2 229.200 228.290 0.760 Open Manhole
52.000 o 150 MH3 229.700 228.650 0.900 Open Manhole
52.001 o 150 MH4 229.050 228.512 0.388 Open Manhole
51.002 o 150 MH5 228.500 227.450 0.900 Open Manhole
51.003 o 150 MH6 226.500 225.450 0.900 Open Manhole
5$3.000 o 150 MH7 228.550 227.500 0.900 Open Manhole
$3.001 o 225 MH8 226.650 225.525 0.900 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH MH DIAM.
(m) (1:X) Name (m) (m) (m) Connection (mm)
S1.000 26.541 22.9 MH2 229.200 228.290 0.760 Open Manhole
S1.001 16.586 19.7 MH5 228.500 227.450 0.900 Open Manhole
$2.000 18.697 135.5 MH4 229.050 228.512 0.388 Open Manhole
S2.001 12.507 11.8 MH5 228.500 227.450 0.900 Open Manhole
S1.002 49.691 24.8 MH6 226.500 225.450 0.900 Open Manhole
S1.003 47.874 40.1 MH26 225.550 224.255 1.145 Open Manhole
S$3.000 42.839 22.5 MH8 226.650 225.600 0.900 Open Manhole
S3.001 47.578 43.3 MH17 225.550 224.425 0.900 Open Manhole

L*W

450

450

450
450

450
450

450
600

, L*W

450
450

450
450

450
1050

600
600
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INZA Design Ltd

Page 13

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH MH DIAM.,
Sect (mm) Name (m) (m) (m) Connection (mm)
S4.000 o 150 MH9 229.650 228.600 0.900 Open Manhole
S54.001 o 150 MH10 227.800 226.750 0.900 Open Manhole
$5.000 o 150 MH11 228.000 226.950 0.900 Open Manhole
54.002 o 150 MH12 227.800 226.681 0.969 Open Manhole
54.003 o 150 MHI1I3 226.300 225.250 0.900 Open Manhole
56.000 o 150 MH14 226.450 225.400 0.900 Open Manhole
S4.004 o 150 MH15 226.300 225.188 0.962 Open Manhole
S54.005 o 150 MH16 226.230 225.138 0.942 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH MH DIAM.
(m) (1:X) Name (m) (m) (m) Connection (mm)
S4.000 44.853 24.2 MH10 227.800 226.750 0.900 Open Manhole
S4.001 6.835 99.1 MH12 227.800 226.681 0.969 Open Manhole
S5.000 9.363 34.8 MH12 227.800 226.681 0.969 Open Manhole
S4.002 30.145 21.1 MH13 226.300 225.250 0.900 Open Manhole
S4.003 6.243 100.0 MH15 226.300 225.188 0.962 Open Manhole
S6.000 11.612 54.7 MH15 226.300 225.188 0.962 Open Manhole
S4.004 4.940 99.7 MH16 226.230 225.138 0.942 Open Manhole
S4.005 27.306 42.8 MH17 225.550 224.500 0.900 Open Manhole

L*W

450
450

450
450

450
450

, L*W

450
450

450

450
450

450

450
600

©1982-2020 Innovyze




INZA Design Ltd

Page 14

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH
Sect (mm) Name (m) (m) (m) Connection
53.002 o 225 MH17 225.550 224.425 0.900 Open Manhole
S7.000 o 150 MH18 229.800 228.750 0.900 Open Manhole
S7.001 o 150 MH19 228.650 227.600 0.900 Open Manhole
S7.002 o 150 MH20 227.800 226.750 0.900 Open Manhole
S7.003 o 225 MH21 226.750 225.625 0.900 Open Manhole
S7.004 o 225 MH22 226.550 225.425 0.900 Open Manhole
$7.005 o 225 MH23 226.650 225.315 1.110 Open Manhole
S7.006 o 225 MH24 225.450 224.325 0.900 Open Manhole
S7.007 o 225 MH25 225.500 224.234 1.041 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH
(m) (1:X) Name (m) (m) (m) Connection
S$3.002 6.176 25.2 MH26 225.550 224.180 1.145 Open Manhole
S7.000 40.878 35.5 MH19 228.650 227.600 0.900 Open Manhole
S7.001 20.278 23.9 MH20 227.800 226.750 0.900 Open Manhole
S7.002 18.528 17.6 MH21 226.750 225.700 0.900 Open Manhole
S7.003 17.147 85.7 MH22 226.550 225.425 0.900 Open Manhole
S7.004 9.457 85.7 MH23 226.650 225.315 1.110 Open Manhole
S7.005 37.774 38.2 MH24 225.450 224.325 0.900 Open Manhole
S7.006 8.998 99.3 MH25 225.500 224.234 1.041 Open Manhole
S7.007 5.422 99.3 MH26 225.550 224.180 1.145 Open Manhole

MH DIAM., L*W

(mm)

600

450
450
450
600
600
600
600
600

MH DIAM., L*W
(mm)

1050

450
450
600
600
600
600
600
1050
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Checked by

Micro Drainage

Network 2020.1

PN Hyd Diam MH C.Level I.Level D.Depth
Sect (mm) Name (m) (m) (m)
S1.004 o 300 MH26 225.550 224.105 1.145
S8.000 o 150 MH27 227.400 226.350 0.900
5$8.001 o 150 MH28 226.650 225.600 0.900
$8.002 o 225 MH29 225.850 224.725 0.900
S1.005 o 300 MH30 224.900 223.700 0.900
51.006 o 300 MH31 224.950 222.975 1.675
S1.007 o 150 MH32 224.900 222.500 2.175
51.008 o 150 MH33 Headwall 222.700 221.630 0.920
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth
(m) (1:X) Name (m) (m) (m)
51.004 27.898 68.9 MH30 224.900 223.700 0.900
5$8.000 28.998 38.7 MH28 226.650 225.600 0.900
S8.001 31.192 39.0 MH29 225.850 224.800 0.900
$8.002 32.201 33.9 MH30 224.900 223.775 0.900
51.005 17.903 24.7 MH31 224.950 222.975 1.675
S1.006 23.863 50.2 MH32 224.900 222.500 2.100
$1.007 10.201 11.7 MH33 Headwall 222.700 221.630 0.845
S1.008 4.871 48.7 MHDummy 223.040 221.530 1.360

PIPELINE SCHEDULES for Storm

Upstream Manhole

MH MH DIAM.,

Connection

Open Manhole

Open Manhole
Open Manhole
Open Manhole

Open Manhole
Open Manhole
Open Manhole
Open Manhole

MH
Connection

Open Manhole

Open Manhole
Open Manhole
Open Manhole

Open Manhole
Open Manhole
Open Manhole
Open Manhole

(mm)

L*W

1050

450
450
600

1050
1200
1200
1000

MH DIAM., L*W

(mm)

1050

450
600
1050

1200
1200
1000
1200
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Checked by

Designed by inzad

Micro Drainage

Network 2020.1

Area Summary for Storm

Pipe PIMP PIMP PIMP Gross Imp. Pipe Total
Number Type Name (%) Area (ha) Area (ha) (ha)

1.000 User - 70 0.010 0.007 0.007
1.001 User - 70 0.010 0.007 0.007
2.000 User - 70 0.012 0.008 0.008
2.001 - - 100 0.000 0.000 0.000
1.002 - - 100 0.000 0.000 0.000
1.003 User - 70 0.026 0.018 0.018
3.000 User - 50 0.143 0.072 0.072
3.001 - - 100 0.000 0.000 0.000
4.000 User - 5 0.040 0.002 0.002
4.001 - - 100 0.000 0.000 0.000
5.000 User - 70 0.007 0.005 0.005
4.002 User - 50 0.038 0.019 0.019
4.003 - - 100 0.000 0.000 0.000
6.000 User - 70 0.008 0.005 0.005

User - 50 0.009 0.005 0.010
4.004 - - 100 0.000 0.000 0.000
4.005 User - 50 0.025 0.012 0.012
3.002 User - 50 0.111 0.056 0.056
7.000 User - 70 0.019 0.013 0.013
7.001 - - 100 0.000 0.000 0.000
7.002 User - 70 0.015 0.010 0.010
7.003 User - 70 0.008 0.006 0.006
7.004 User - 70 0.009 0.007 0.007
7.005 User - 70 0.004 0.002 0.002

User - 70 0.016 0.011 0.014
7.006 User - 70 0.003 0.002 0.002

User - 5 0.029 0.001 0.004
7.007 User - 70 0.002 0.001 0.001
1.004 User - 70 0.022 0.016 0.016

User - 50 0.032 0.016 0.032
8.000 User - 50 0.088 0.044 0.044
8.001 - - 100 0.000 0.000 0.000
8.002 User - 50 0.092 0.046 0.046
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Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Area Summary for Storm

Pipe PIMP PIMP PIMP Gross Imp. Pipe Total
Number Type Name (%) Area (ha) Area (ha) (ha)

User - 50 0.062 0.031 0.077

1.005 - - 100 0.000 0.000 0.000
1.006 - - 100 0.000 0.000 0.000
1.007 - - 100 0.000 0.000 0.000
1.008 - - 100 0.000 0.000 0.000
Total Total Total

0.840 0.423 0.423

Simulation Criteria for Storm

Volumetric Runoff Coeff 0.750
Areal Reduction Factor 1.000
Hot Start (mins)

Hot Start Level (mm) 0

Number of Input Hydrographs 0
Number of Online Controls 1

Rainfall Model
Return Period

Manhole Headloss Coeff

Foul Sewage per hectare
0 Additional Flow - %
MADD Factor * 10m3/ha Storage 0.000

Inlet Coeffiecient
(1/per/day)

Run Time (mins)
Output Interval (mins)

(Global) 0.500
(L/s) 0.000 Flow per Person per Day
of Total Flow 0.000

Number of Offline Controls 1 Number of Time/Area Diagrams 0
Number of Storage Structures 1 Number of Real Time Controls 0

Synthetic Rainfall Details

FSR M5-60 (mm) 18.100 Cv (Summer) 0.750
(years) 2 Ratio R 0.353 Cv (Winter) 0.840
Region England and Wales Profile Type Summer Storm Duration (mins) 30

0.800
0.000
60

1
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:36 Designed by inzad
File Newfields-SW-revD.MDX Checked by
Micro Drainage Network 2020.1

Online Controls for Storm

Hydro-Brake® Optimum Manhole: MH32, DS/PN: S1.007, Volume (m3): 4.3
Unit Reference MD-SHE-0097-5000-1600-5000 Sump Available Yes
Design Head (m) 1.600 Diameter (mm) 97
Design Flow (1/s) 5.0 Invert Level (m) 222.500
Flush-Flo™ Calculated Minimum Outlet Pipe Diameter (mm) 150
Objective Minimise upstream storage Suggested Manhole Diameter (mm) 1200
Application Surface
Control Points Head (m) Flow (1l/s) Control Points Head (m) Flow (1l/s)
Design Point (Calculated) 1.600 5.0 Kick-Flo® 0.865 3.8
Flush-Flo™ 0.425 4.7 |Mean Flow over Head Range - 4.2

The hydrological calculations have been based on the Head/Discharge relationship for the Hydro-Brake® Optimum as specified.

control device other than a Hydro-Brake Optimum® be utilised then these storage routing calculations will be invalidated

Depth (m) Flow (l1/s) |Depth (m) Flow (1/s) [Depth (m) Flow (1/s) |Depth

0.100 3.1 0.600 4.6 1.600 5.0 2
0.200 4.3 0.800 4.1 1.800 5.3 3
0.300 4.6 1.000 4.0 2.000 5.5 3
0.400 4.7 1.200 4.4 2.200 5.8 4
0.500 4.7 1.400 4.7 2.400 6.0 4

.600 6.3 5
.000 6.7 5
.500 7.2 6
.000 7.7 6
.500 8.1 7

(m) Flow (1/s) |Depth

.000
.500
.000
.500
.000 1

(m) Flow (1/s) |Depth

O W W 0w ©
O J W w u
O O 0 0 J

Should another type of

(m) Flow (1l/s)

.500
.000
.500
.000
.500

10.
10.
11.
11.
11.

o W o J Ww
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL
Date 22/12/2023 09:36 Designed by inzad
File Newfields-SW-revD.MDX Checked by

Micro Drainage Network 2020.1

Offline Controls for Storm

Weir Manhole: MH32, DS/PN: S1.007, Loop to PN: S1.008

Discharge Coef 0.544 Width (m) 1.000 Invert Level (m) 223.600
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File Newfields-SW-revD.MDX

Micro Drainage Network 2020.1

Storage Structures for Storm

51.007

Cellular Storage Manhole: MH32, DS/PN:
Invert Level (m) 222.500 Infiltration Coefficient
Infiltration Coefficient Base (m/hr) 0.00000

Depth (m) Area (m?) Inf. Area (m2?) [Depth (m) Area (m?) Inf. Area (m?)

0.000 216.0 216.0 1.600 216.0 312.0

Safety Factor

0.00000 Porosity 0.95
2.0

Side (m/hr)

Depth (m) Area (m?) Inf. Area (m?)

1.700 0.0 312.0
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Date 22/12/2023 09:36

Designed by inzad
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Micro Drainage

Network 2020.1

Areal

Hot

Summary of Critical Results by Maximum Level (Rank 1) for Storm

Simulation Criteria

Reduction Factor 1.000 Manhole Headloss Coeff (Global) 0.500 MADD Factor * 10m3/ha Storage 0.000
Hot Start (mins) 0 Foul Sewage per hectare (1/s) 0.000 Inlet Coeffiecient 0.800

Start Level (mm) 0 Additional Flow - % of Total Flow 0.000 Flow per Person per Day (l/per/day

Number of Input Hydrographs 0 Number of Offline Controls 1 Number of Time/Area Diagrams 0
Number of Online Controls 1 Number of Storage Structures 1 Number of Real Time Controls 0

Synthetic Rainfall Details
Rainfall Model FSR M5-60 (mm) 18.100 Cv (Summer) 0.750
Region England and Wales Ratio R 0.350 Cv (Winter) 0.840

Margin for Flood Risk Warning (mm) 300.0 DTS Status ON Inertia Status OFF
Analysis Timestep Fine DVD Status OFF

Profile(s) Summer and Wint
Duration(s) (mins) 15, 30, 60, 120, 180, 240, 360, 480, 600, 720, 960, 1440, 2160, 2880, 432
5760, 7200, 8640, 100

Return Period(s) (years)

US/MH
PN Name Storm

S1.000 MH1 15 Winter
51.001 MH2 15 Winter
52.000 MH3 15 Winter
52.001 MH4 15 Winter
S1.002 MH5 15 Winter
$1.003 MH6 15 Winter
S$3.000 MH7 15 Winter
$3.001 MH8 15 Winter

Climate Change (%)

Water Surcharged Flooded

Return Climate First (X) First (Y) First (Z) Overflow Level Depth Volume Flow / Overflow
Period Change Surcharge Flood Overflow Act. (m) (m) (m3) Cap. (1/s)

30 +40% 229.478 -0.122 0.000 0.08

30 +40% 228.329 -0.111 0.000 0.15

30 +40% 228.700 -0.100 0.000 0.24

30 +40% 228.539 -0.123 0.000 0.07

30 +40% 227.502 -0.098 0.000 0.26

30 +40% 225.536 -0.064 0.000 0.59

30 +40% 227.603 -0.047 0.000 0.80

30 +40% 225.623 -0.127 0.000 0.38

) 0.000

er
0,

80
30
40

Half Drain Pipe
Time Flow
(mins) (1/s)

w w o N

29.
29.

[ee)
P W Ww w s s J 0

Status

OK
OK
OK
OK
OK
OK
OK
OK
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17 Crab Tree Hill
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Date 22/12/2023 09:36 Designed by inzad
File Newfields-SW-revD.MDX Checked by
Micro Drainage Network 2020.1

Summary of Critical Results by Maximum Level

(Rank 1)

for Storm

US/MH Level
PN Name Exceeded

51.000 MH1
S1.001 MH2
52.000 MH3
52.001 MH4
51.002 MH5
51.003 MH6
5$3.000 MH7
$3.001 MHS8
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Designed by inzad
Checked by

Micro Drainage

Network 2020.1

US/MH
PN Name Storm
S4.000 MHY9 15 Winter
S4.001 MH10 15 Winter
$5.000 MH11 15 Winter
S4.002 MH12 15 Winter
S4.003 MH13 15 Winter
56.000 MH14 15 Winter
54.004 MH15 15 Winter
S4.005 MH16 15 Winter
53.002 MH17 15 Winter
S7.000 MH18 15 Winter
S7.001 MH19 15 Winter
S7.002 MH20 15 Winter
S7.003 MH21 15 Winter
S7.004 MH22 15 Winter
S7.005 MH23 15 Winter
S57.006 MH24 15 Winter
S7.007 MH25 15 Winter
51.004 MH26 15 Winter
$8.000 MH27 15 Winter
S$8.001 MH28 15 Winter
S$8.002 MH29 15 Winter
S1.005 MH30 15 Winter
51.006 MH31 15 Winter
S1.007 MH32 240 Winter

S1.008 MH33 Headwall 480 Winter

Summary of Critical Results by Maximum Level (Rank 1) for Storm
Water Surcharged Flooded
Return Climate First (X) First (Y) First (Z) Overflow Level Depth Volume

Period Change Surcharge Flood Overflow Act. (m) (m) (m?3)

30 +40% 228.616 -0.134 0.000
30 +40% 226.773 -0.127 0.000
30 +40% 226.976 -0.124 0.000
30 +40% 226.737 -0.094 0.000
30 +40% 225.375 -0.025 0.000
30 +40% 225.444 -0.106 0.000
30 +40% 30/15 Summer 225.340 0.003 0.000
30 +40% 225.239 -0.049 0.000
30 +40% 30/15 Winter 224.661 0.011 0.000
30 +40% 228.794 -0.106 0.000
30 +40% 227.640 -0.110 0.000
30 +40% 226.801 -0.099 0.000
30 +40% 225.701 -0.149 0.000
30 +40% 225.514 -0.136 0.000
30 +40% 225.393 -0.146 0.000
30 +40% 224.443 -0.107 0.000
30 +40% 224.415 -0.044 0.000
30 +40% 224.397 -0.007 0.000
30 +40% 226.439 -0.061 0.000
30 +40% 225.690 -0.060 0.000
30 +40% 224.853 -0.097 0.000
30 +40% 30/15 Winter 224.000 0.000 0.000
30 +40% 30/15 Summer 223.460 0.185 0.000
30 +40% 30/15 Summer 0 223.263 0.613 0.000
30 +40% 221.679 -0.101 0.000

Flow / Overflow
(1/s) (mins)

Cap.

O O OO OO0 O0OO0OO0ODO0OO0OO0OO0OOoOHOFOOOOoOOoOOo

.02
.05
.07
.30
.73
.19
.06
.76
.02
.19
.16
.25
.25
.33
.26
.52
.68
.99
.65
.65
.61
.86
.19
.10
.24

Half Drain Pipe
Flow

Time

11.

14.
19.
71.

12.
15.
20.
22.
22.
119.
17.
17.
51.
166.
166.
304 4.

= O O

~N J WO o Ww WO dNOWREDN™WODDDRE O-JIRFE 0O W o

(1/s)
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Network 2020.1

Summary of Critical Results by Maximum Level (Rank 1) for Storm

s4.
sS4.
S5.
sS4.
s4.
S6.
s4.
s4.
S3.
.000

S7

S7.
S7.
S7.
S7.
S7.
S7.
S7.
S1.
s8.
S8.
s8.
S1.
Sl.
S1.
Sl.

PN

000
001
000
002
003
000
004
005
002

001
002
003
004
005
006
007
004
000
001
002
005
006
007

Us/MH
Name

MH9
MH10
MH11
MH12
MH13
MH14
MH15
MH16
MH17
MH18
MH19
MH20
MH21
MH22
MH23
MH24
MH25
MH26
MH27
MH28
MH29
MH30
MH31
MH32

008 MH33 Headwall

Level
Status Exceeded

OK
OK
OK
OK
OK
OK
SURCHARGED
OK
SURCHARGED
OK
OK
OK
OK
OK
OK
OK
OK
OK
OK
OK
OK
SURCHARGED
SURCHARGED
SURCHARGED
OK
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Micro Drainage

Network 2020.1

STORM SEWER DESIGN by the Modified Rational Method

Design Criteria for Storm

Pipe Sizes SLS-1 Manhole Sizes 600mm +

FSR Rainfall Model - England and Wales

Return Period (years) 2 Foul Sewage (1/s/ha) 0.000
M5-60 (mm) 18.100
Ratio R 0.353 PIMP (%) 100
Maximum Rainfall (mm/hr) 50 Add Flow / Climate Change (%) 0
Maximum Time of Concentration (mins) 30 Minimum Backdrop Height (m) 0.500

Designed with Level Soffits

Maximum Backdrop Height
Volumetric Runoff Coeff. 0.750 Min Design Depth for Optimisation
Min Vel for Auto Design only
Min Slope for Optimisation

m) 1.500
m) 0.900
s) 1.00
(1:X) 500

Network Design Table for Storm

Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

26.541 1.160 22.9 0.007 5.00
16.586 0.840 19.7 0.007 0.00

18.697 0.138 135.5 0.008 5.00 0.0 0.600 o

Network Results Table

Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)
S1.000 50.00 5.21 229.450 0.007 0.0 0.0
S1.001 50.00 5.33 228.290 0.013 0.0 0.0

52.000 50.00 5.36 228.650 0.008 0.0 0.0

0.0 0.600 o
0.0 0.600 o

Section Type

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.11 37.4
2.28 40.2
0.86 15.2
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Micro Drainage

Network 2020.1

S2.

Sl.
S1.

S3.
S3.

s4.
S4.

S5.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

001 12.507 1.062 11.8 0.000 0.00 0.0 0.600 o 150
002 49.691 2.000 24.8 0.000 0.00 0.0 0.600 o 150
003 47.874 1.195 40.1 0.018 0.00 0.0 0.600 o 150
000 42.839 1.900 22.5 0.072 5.00 0.0 0.600 o 150
001 47.578 1.100 43.3 0.000 0.00 0.0 0.600 o 225
000 44.853 1.850 24.2 0.002 5.00 0.0 0.600 o 150
001 6.835 0.069 99.1 0.000 0.00 0.0 0.600 o 150
000 9.363 0.269 34.8 0.005 5.00 0.0 0.600 o 150

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S52.001 50.00 5.43 228.512 0.008 0.0 0.0 0.0
S1.002 50.00 5.84 227.450 0.022 0.0 0.0 0.0
51.003 50.00 6.34 225.450 0.040 0.0 0.0 0.0
$3.000 50.00 5.34 227.500 0.072 0.0 0.0 0.0
S3.001 50.00 5.73 225.525 0.072 0.0 0.0 0.0
S4.000 50.00 5.36 228.600 0.002 0.0 0.0 0.0
S4.001 50.00 5.48 226.750 0.002 0.0 0.0 0.0
S5.000 50.00 5.09 226.950 0.005 0.0 0.0 0.0

Section Type

Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.95 52.2

2.03 35.8
1.59 28.2

2.13 37.6
1.99 79.3

2.05 36.3
1.01 17.8

1.71 30.2

Auto
Design

)

& 68 66 &6

Flow
(1/s)
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s4.
sS4.

S6.

sS4.
s4.

sS3.

S7.

S7.
S7.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

002 30.145 1.431 21.1 0.019 0.00 0.0 0.600 o 150
003 6.243 0.062 100.0 0.000 0.00 0.0 0.600 o 150
000 11.612 0.212 54.7 0.010 5.00 0.0 0.600 o 150
004 4.940 0.050 99.7 0.000 0.00 0.0 0.600 o 150
005 27.306 0.638 42.8 0.012 0.00 0.0 0.600 o 150
002 6.176 0.245 25.2 0.056 0.00 0.0 0.600 o 225
000 40.878 1.150 35.5 0.013 5.00 0.0 0.600 o 150
001 20.278 0.850 23.9 0.000 0.00 0.0 0.600 o 150
002 18.528 1.050 17.6 0.010 0.00 0.0 0.600 o 150

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S4.002 50.00 5.70 226.681 0.026 0.0 0.0 0.0
S4.003 50.00 5.81 225.250 0.026 0.0 0.0 0.0
$6.000 50.00 5.14 225.400 0.010 0.0 0.0 0.0
S4.004 50.00 5.89 225.188 0.036 0.0 0.0 0.0
S4.005 50.00 6.19 225.138 0.048 0.0 0.0 0.0
S3.002 50.00 6.22 224.425 0.175 0.0 0.0 0.0
S7.000 50.00 5.40 228.750 0.013 0.0 0.0 0.0
S7.001 50.00 5.57 227.600 0.013 0.0 0.0 0.0
S7.002 50.00 5.69 226.750 0.024 0.0 0.0 0.0

Section Type
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Pipe/Conduit
Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.20 39.0
1.00 17.8

1.36 24.1

1.01 17.8
1.54 27.3

2.62 104.1
1.69 29.9

.07  36.
2.41 42.6

N
(o)}

Auto
Design

&ea8 & 66 & 66

3.
3.

23.

=

Flow
(1/s)

5
5

foe]
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S7.
S7.
S7.
S7.
S7.

Sl.
s8.
S8.
s8.

Sl.

Network Design Table for Storm

PN Length Fall Slope I.Area T.E. Base k HYD DIA
(m) (m) (1:X) (ha) (mins) Flow (l1/s) (mm) SECT (mm)

003 17.147 0.200 85.7 0.006 0.00 0.0 0.600 o 225
004 9.457 0.110 85.7 0.007 0.00 0.0 0.600 o 225
005 37.774 0.990 38.2 0.014 0.00 0.0 0.600 o 225
006 8.998 0.091 99.3 0.004 0.00 0.0 0.600 o 225
007 5.422 0.055 99.3 0.001 0.00 0.0 0.600 o 225
004 27.898 0.405 68.9 0.032 0.00 0.0 0.600 o 300
000 28.998 0.750 38.7 0.044 5.00 0.0 0.600 o 150
001 31.192 0.800 39.0 0.000 0.00 0.0 0.600 o 150
002 32.201 0.950 33.9 0.077 0.00 0.0 0.600 o 225
005 17.903 0.725 24.7 0.000 0.00 0.0 0.600 o 300

Network Results Table
PN Rain T.C. US/IL X I.Area Z Base Foul Add Flow
(mm/hr) (mins) (m) (ha) Flow (1/s) (1/s) (1/s)

S7.003 50.00 5.90 225.625 0.030 0.0 0.0 0.0
S7.004 50.00 6.01 225.425 0.036 0.0 0.0 0.0
S7.005 50.00 6.30 225.315 0.050 0.0 0.0 0.0
S7.006 50.00 6.42 224.325 0.054 0.0 0.0 0.0
S7.007 50.00 6.49 224.234 0.055 0.0 0.0 0.0
S1.004 50.00 6.73 224.105 0.302 0.0 0.0 0.0
S$8.000 50.00 5.30 226.350 0.044 0.0 0.0 0.0
$8.001 50.00 5.62 225.600 0.044 0.0 0.0 0.0
S58.002 50.00 5.86 224.725 0.121 0.0 0.0 0.0
S1.005 50.00 6.83 223.700 0.423 0.0 0.0 0.0

Section Type

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Pipe/Conduit

Vel Cap
(m/s) (1/s)

.41 56.
.41 56.
.12 84.
.31 52.
.31 52.

e
NN GN N

1.90 134.1
1.62 28.7
1.62 28.6
2.25 89.7

3.18 224.6

Auto
Design

40.

o

57.

~ J o D

& 666 6 666G

Flow
(1/s)

SN J 0w o
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Length Fall

51.006 23.863 0.475
$1.007 10.201 0.870
4.871 0.100

.2 0.000 0.00 0.0 0.
0.000 0.00 0.0 0.600
0.0 0.

~J

.7 0.000 0.00

Network Design Table for Storm

Slope I.Area T.E. Base k
(1:X) (ha) (mins) Flow (1/s) (mm)

Network Results Table

600

600

US/IL X I.Area Z Base Foul Add Flow

(m) (ha) Flow (1/s) (1/s)
222.975 0.423 0.0 0.0
222.500 0.000 5.0 0.0
221.630 0.000 5.0 0.0

Section Type

Pipe/Conduit
Pipe/Conduit
Pipe/Conduit

Vel Cap
(m/s) (1/s)

2.22 157.2
2.96 52.3
1.45 25.5
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:3

4

File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Manhole Schedules for Storm

MH MH MH MH MH Pipe Out Pipes In
Name | CL. (m) |Depth| Connection |Diam.,L*W PN Invert Diameter PN Invert Diameter | Backdrop
(m) (mm) Level (m) (mm) Level (m) (mm) (mm)

MH1 |230.500|1.050 | Open Manhole 4501]S1.000 229.450 150

MH2|229.200|0.910 | Open Manhole 4501s1.001 228.290 150(S1.000 228.290 150

MH3|229.700|1.050 | Open Manhole 450152.000 228.650 150

MH4 |229.050|0.538 | Open Manhole 4501s2.001 228.512 1501(S52.000 228.512 150

MH5|228.500|1.050 | Open Manhole 450151.002 227.450 150|s1.001 227.450 150
52.001 227.450 150

MH6|226.500|1.050 | Open Manhole 450]S1.003 225.450 150(S1.002 225.450 150

MH7|228.550|1.050 | Open Manhole 450153.000 227.500 150

MH8 | 226.650|1.125|Open Manhole 600 |S3.001 225.525 225(83.000 225.600 150

MH9|229.650|1.050 | Open Manhole 450154.000 228.600 150

MH10|227.800|1.050 | Open Manhole 4501s4.001 226.750 150|54.000 226.750 150

MH11|228.000|1.050 |Open Manhole 450155.000 226.950 150

MH12|227.800|1.119 |Open Manhole 450154.002 226.681 150|s4.001 226.681 150
55.000 226.681 150

MH13|226.300|1.050 |Open Manhole 450154.003 225.250 150|s4.002 225.250 150

MH14|226.450|1.050 |Open Manhole 450156.000 225.400 150

MH15|226.300|1.112|Open Manhole 450154.004 225.188 150|54.003 225.188 150
56.000 225.188 150

MH16|226.230|1.092 | Open Manhole 450154.005 225.138 150|s4.004 225.138 150

MH17|225.550[1.125|Open Manhole 600|S3.002 224.425 2251s3.001 224.425 225
54.005 224.500 150

MH18|229.800|1.050|Open Manhole 450157.000 228.750 150

MH19|228.650|1.050 | Open Manhole 4501Ss7.001 227.600 150(S7.000 227.600 150

©1982-2020 Innovyze




INZA Design Ltd

Page 7

17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Manhole Schedules for Storm

MH MH MH MH MH Pipe Out Pipes In
Name CL (m) |Depth| Connection |Diam.,L*W PN Invert Diameter PN Invert Diameter | Backdrop
(m) (mm) Level (m) (mm) Level (m) (mm) (mm)

MH20|227.800|1.050 | Open Manhole 4501S7.002 226.750 150(s7.001 226.750 150
MH21|226.750[1.125|Open Manhole 600 |57.003 225.625 225|87.002 225.700 150
MH22|226.550|1.125 | Open Manhole 600 |S7.004 225.425 225|S87.003 225.425 225
MH23|226.650|1.335|0Open Manhole 600 |S7.005 225.315 225|87.004 225.315 225
MH24|225.450|1.125 | Open Manhole 600 |S57.006 224.325 225|87.005 224.325 225
MH25|225.500|1.266 |Open Manhole 600 |S7.007 224.234 225|87.006 224.234 225
MH26|225.550|1.445 | Open Manhole 1050|S1.004 224.105 300(S1.003 224.255 150
53.002 224.180 225
57.007 224.180 225

MH27|227.400|1.050 | Open Manhole 450158.000 226.350 150
MH28|226.650|1.050 | Open Manhole 4501s8.001 225.600 1501(s8.000 225.600 150
MH29|225.850|1.125 | Open Manhole 600 |58.002 224.725 225(88.001 224.800 150
MH30|224.900|1.200 |Open Manhole 1050|S1.005 223.700 300(S1.004 223.700 300
58.002 223.775 225
MH31|224.950|1.975|Open Manhole 1200|S1.006 222.975 300(S1.005 222.975 300
MH32|224.900[2.400 | Open Manhole 1200|s1.007 222.500 150(s1.006 222.500 300
MH33 Headwall |222.700|1.070|Open Manhole 1000|s1.008 221.630 150(S1.007 221.630 150
MHDummy | 223.040{1.510 | Open Manhole 1200 OUTFALL 51.008 221.530 150
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH1

MH2

MH3

MH4

MH5

MH6

MH7

MHS8

MH9

MH10

Manhole Schedules for

Storm

Manhole
Easting

(m)

394401.

394382.

394412.

394393.

394381.

394381.

394386.

394387.

394414.

394414.

275

227

256

559

061

148

944

075

680

635

Manhole
Northing

(m)

349035.

349053.

349070.

349070.

349070

349119.

349077.

349120

349074.

3491109.

194

677

711

691

.222

913

377

.216

805

658

Intersection

Easting

(m)

394401.

394382.

394412.

394393.

394381.

394381.

394386.

394387.

394414.

394414.

275

227

256

559

148

944

075

680

635

Intersection
Northing

(m)

349035.

349053.

349070.

349070.

349070.

349119.

349077.

349120.

349074.

349119.

194

677

711

691

222

913

377

216

805

658

Manhole Layout
Access (North)

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH11

MH12

MH13

MH14

MH15

MH16

MH17

MH18

MH19

MH20

Storm

Manhole Schedules for
Manhole Manhole Intersection
Easting Northing Easting
(m) (m) (m)
394424.058 349126.363 394424.058
394414.696 349126.492 394414.696
394414.536 349156.637 394414.536
394426.099 349162.951 394426.099
394414.487 349162.880 394414.487
394414.542 349167.820 394414.542
394387.236 349167.793 394387.236
394416.663 349073.483 394416.663
394426.480 349113.164 394426.480
394429.522 349133.213 394429.522

Intersection
Northing

(m)

349126.363

349126.

349156.

349162.

349162.

349167.

349167.

349073.

349113.

349133.

492

637

951

880

820

793

483

l64

213

Manhole
Access

Layout
(North)

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH21

MH22

MH23

MH24

MH25

MH26

MH27

MH28

MH29

MH30

Manhole Schedules for

Storm

Manhole
Easting

(m)

394429.

394429.

394427.

394390.

394382.

394381.

394353.

394353.

394354.

394353.

660

936

830

056

783

059

553

739

049

le6l

Manhole
Northing

(m)

349151.

349168.

349178.

349178

349172.

349167.

349075.

349104.

349135.

349167.

740

884

104

.226

927

786

442

440

630

Intersection

Easting

(m)

394429.

394429.

394427.

394390.

394382.

394381.

394353.

394353.

394354.

394353.

660

936

830

056

783

059

553

739

049

Intersection
Northing

(m)

349151.

349168.

349178.

349178.

349172.

349167.

349075.

349104.

349135.

349167.

740

884

104

226

927

786

442

440

630

819

Manhole
Access

Required

Required

Required

Required

Required

Required

Required

Required

Required

Required
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Name

MH31

MH32

MH33 Headwall

MHDummy

Manhole Schedules for Storm

Manhole Manhole Intersection Intersection
Easting Northing Easting Northing
(m) (m) (m) (m)
394348.049 349184.977 394348.049 349184.977
394337.941 349206.594 394337.941 349206.594

394328.438 349210.302 394328.438 349210.302

394328.162 349215.165

Manhole
Access

Required

Required

Required

No Entry

Layout
(North)
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH MH DIAM.,
Sect (mm) Name (m) (m) (m) Connection (mm)
51.000 o 150 MHI1 230.500 229.450 0.900 Open Manhole
51.001 o 150 MH2 229.200 228.290 0.760 Open Manhole
52.000 o 150 MH3 229.700 228.650 0.900 Open Manhole
52.001 o 150 MH4 229.050 228.512 0.388 Open Manhole
51.002 o 150 MH5 228.500 227.450 0.900 Open Manhole
51.003 o 150 MH6 226.500 225.450 0.900 Open Manhole
5$3.000 o 150 MH7 228.550 227.500 0.900 Open Manhole
$3.001 o 225 MH8 226.650 225.525 0.900 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH MH DIAM.
(m) (1:X) Name (m) (m) (m) Connection (mm)
S1.000 26.541 22.9 MH2 229.200 228.290 0.760 Open Manhole
S1.001 16.586 19.7 MH5 228.500 227.450 0.900 Open Manhole
$2.000 18.697 135.5 MH4 229.050 228.512 0.388 Open Manhole
S2.001 12.507 11.8 MH5 228.500 227.450 0.900 Open Manhole
S1.002 49.691 24.8 MH6 226.500 225.450 0.900 Open Manhole
S1.003 47.874 40.1 MH26 225.550 224.255 1.145 Open Manhole
S$3.000 42.839 22.5 MH8 226.650 225.600 0.900 Open Manhole
S3.001 47.578 43.3 MH17 225.550 224.425 0.900 Open Manhole

L*W

450

450

450
450

450
450

450
600

, L*W

450
450

450
450

450
1050

600
600
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH MH DIAM.,
Sect (mm) Name (m) (m) (m) Connection (mm)
S4.000 o 150 MH9 229.650 228.600 0.900 Open Manhole
S54.001 o 150 MH10 227.800 226.750 0.900 Open Manhole
$5.000 o 150 MH11 228.000 226.950 0.900 Open Manhole
54.002 o 150 MH12 227.800 226.681 0.969 Open Manhole
54.003 o 150 MHI1I3 226.300 225.250 0.900 Open Manhole
56.000 o 150 MH14 226.450 225.400 0.900 Open Manhole
S4.004 o 150 MH15 226.300 225.188 0.962 Open Manhole
S54.005 o 150 MH16 226.230 225.138 0.942 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH MH DIAM.
(m) (1:X) Name (m) (m) (m) Connection (mm)
S4.000 44.853 24.2 MH10 227.800 226.750 0.900 Open Manhole
S4.001 6.835 99.1 MH12 227.800 226.681 0.969 Open Manhole
S5.000 9.363 34.8 MH12 227.800 226.681 0.969 Open Manhole
S4.002 30.145 21.1 MH13 226.300 225.250 0.900 Open Manhole
S4.003 6.243 100.0 MH15 226.300 225.188 0.962 Open Manhole
S6.000 11.612 54.7 MH15 226.300 225.188 0.962 Open Manhole
S4.004 4.940 99.7 MH16 226.230 225.138 0.942 Open Manhole
S4.005 27.306 42.8 MH17 225.550 224.500 0.900 Open Manhole

L*W

450
450

450
450

450
450

, L*W

450
450

450

450
450

450

450
600
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PIPELINE SCHEDULES for Storm
Upstream Manhole
PN Hyd Diam MH C.Level I.Level D.Depth MH
Sect (mm) Name (m) (m) (m) Connection
53.002 o 225 MH17 225.550 224.425 0.900 Open Manhole
S7.000 o 150 MH18 229.800 228.750 0.900 Open Manhole
S7.001 o 150 MH19 228.650 227.600 0.900 Open Manhole
S7.002 o 150 MH20 227.800 226.750 0.900 Open Manhole
S7.003 o 225 MH21 226.750 225.625 0.900 Open Manhole
S7.004 o 225 MH22 226.550 225.425 0.900 Open Manhole
$7.005 o 225 MH23 226.650 225.315 1.110 Open Manhole
S7.006 o 225 MH24 225.450 224.325 0.900 Open Manhole
S7.007 o 225 MH25 225.500 224.234 1.041 Open Manhole
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth MH
(m) (1:X) Name (m) (m) (m) Connection
S$3.002 6.176 25.2 MH26 225.550 224.180 1.145 Open Manhole
S7.000 40.878 35.5 MH19 228.650 227.600 0.900 Open Manhole
S7.001 20.278 23.9 MH20 227.800 226.750 0.900 Open Manhole
S7.002 18.528 17.6 MH21 226.750 225.700 0.900 Open Manhole
S7.003 17.147 85.7 MH22 226.550 225.425 0.900 Open Manhole
S7.004 9.457 85.7 MH23 226.650 225.315 1.110 Open Manhole
S7.005 37.774 38.2 MH24 225.450 224.325 0.900 Open Manhole
S7.006 8.998 99.3 MH25 225.500 224.234 1.041 Open Manhole
S7.007 5.422 99.3 MH26 225.550 224.180 1.145 Open Manhole

MH DIAM., L*W

(mm)

600

450
450
450
600
600
600
600
600

MH DIAM., L*W
(mm)

1050

450
450
600
600
600
600
600
1050
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

PN Hyd Diam MH C.Level I.Level D.Depth
Sect (mm) Name (m) (m) (m)
S1.004 o 300 MH26 225.550 224.105 1.145
S8.000 o 150 MH27 227.400 226.350 0.900
5$8.001 o 150 MH28 226.650 225.600 0.900
$8.002 o 225 MH29 225.850 224.725 0.900
S1.005 o 300 MH30 224.900 223.700 0.900
51.006 o 300 MH31 224.950 222.975 1.675
S1.007 o 150 MH32 224.900 222.500 2.175
51.008 o 150 MH33 Headwall 222.700 221.630 0.920
Downstream Manhole
PN Length Slope MH C.Level I.Level D.Depth
(m) (1:X) Name (m) (m) (m)
51.004 27.898 68.9 MH30 224.900 223.700 0.900
5$8.000 28.998 38.7 MH28 226.650 225.600 0.900
S8.001 31.192 39.0 MH29 225.850 224.800 0.900
$8.002 32.201 33.9 MH30 224.900 223.775 0.900
51.005 17.903 24.7 MH31 224.950 222.975 1.675
S1.006 23.863 50.2 MH32 224.900 222.500 2.100
$1.007 10.201 11.7 MH33 Headwall 222.700 221.630 0.845
S1.008 4.871 48.7 MHDummy 223.040 221.530 1.360

PIPELINE SCHEDULES for Storm

Upstream Manhole

MH MH DIAM.,

Connection

Open Manhole

Open Manhole
Open Manhole
Open Manhole

Open Manhole
Open Manhole
Open Manhole
Open Manhole

MH
Connection

Open Manhole

Open Manhole
Open Manhole
Open Manhole

Open Manhole
Open Manhole
Open Manhole
Open Manhole

(mm)

L*W

1050

450
450
600

1050
1200
1200
1000

MH DIAM., L*W

(mm)

1050

450
600
1050

1200
1200
1000
1200
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Checked by

Designed by inzad

Micro Drainage

Network 2020.1

Area Summary for Storm

Pipe PIMP PIMP PIMP Gross Imp. Pipe Total
Number Type Name (%) Area (ha) Area (ha) (ha)

1.000 User - 70 0.010 0.007 0.007
1.001 User - 70 0.010 0.007 0.007
2.000 User - 70 0.012 0.008 0.008
2.001 - - 100 0.000 0.000 0.000
1.002 - - 100 0.000 0.000 0.000
1.003 User - 70 0.026 0.018 0.018
3.000 User - 50 0.143 0.072 0.072
3.001 - - 100 0.000 0.000 0.000
4.000 User - 5 0.040 0.002 0.002
4.001 - - 100 0.000 0.000 0.000
5.000 User - 70 0.007 0.005 0.005
4.002 User - 50 0.038 0.019 0.019
4.003 - - 100 0.000 0.000 0.000
6.000 User - 70 0.008 0.005 0.005

User - 50 0.009 0.005 0.010
4.004 - - 100 0.000 0.000 0.000
4.005 User - 50 0.025 0.012 0.012
3.002 User - 50 0.111 0.056 0.056
7.000 User - 70 0.019 0.013 0.013
7.001 - - 100 0.000 0.000 0.000
7.002 User - 70 0.015 0.010 0.010
7.003 User - 70 0.008 0.006 0.006
7.004 User - 70 0.009 0.007 0.007
7.005 User - 70 0.004 0.002 0.002

User - 70 0.016 0.011 0.014
7.006 User - 70 0.003 0.002 0.002

User - 5 0.029 0.001 0.004
7.007 User - 70 0.002 0.001 0.001
1.004 User - 70 0.022 0.016 0.016

User - 50 0.032 0.016 0.032
8.000 User - 50 0.088 0.044 0.044
8.001 - - 100 0.000 0.000 0.000
8.002 User - 50 0.092 0.046 0.046
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Area Summary for Storm

Pipe PIMP PIMP PIMP Gross Imp. Pipe Total
Number Type Name (%) Area (ha) Area (ha) (ha)

User - 50 0.062 0.031 0.077

1.005 - - 100 0.000 0.000 0.000
1.006 - - 100 0.000 0.000 0.000
1.007 - - 100 0.000 0.000 0.000
1.008 - - 100 0.000 0.000 0.000
Total Total Total

0.840 0.423 0.423

Simulation Criteria for Storm

Volumetric Runoff Coeff 0.750
Areal Reduction Factor 1.000
Hot Start (mins)

Hot Start Level (mm) 0

Number of Input Hydrographs 0
Number of Online Controls 1

Rainfall Model
Return Period

Manhole Headloss Coeff

Foul Sewage per hectare
0 Additional Flow - %
MADD Factor * 10m3/ha Storage 0.000

Inlet Coeffiecient
(1/per/day)

Run Time (mins)
Output Interval (mins)

(Global) 0.500
(L/s) 0.000 Flow per Person per Day
of Total Flow 0.000

Number of Offline Controls 1 Number of Time/Area Diagrams 0
Number of Storage Structures 1 Number of Real Time Controls 0

Synthetic Rainfall Details

FSR M5-60 (mm) 18.100 Cv (Summer) 0.750
(years) 2 Ratio R 0.353 Cv (Winter) 0.840
Region England and Wales Profile Type Summer Storm Duration (mins) 30

0.800
0.000
60

1
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34 Designed by inzad
File Newfields-SW-revD.MDX Checked by
Micro Drainage Network 2020.1

Online Controls for Storm

Hydro-Brake® Optimum Manhole: MH32, DS/PN: S1.007, Volume (m3): 4.3
Unit Reference MD-SHE-0097-5000-1600-5000 Sump Available Yes
Design Head (m) 1.600 Diameter (mm) 97
Design Flow (1/s) 5.0 Invert Level (m) 222.500
Flush-Flo™ Calculated Minimum Outlet Pipe Diameter (mm) 150
Objective Minimise upstream storage Suggested Manhole Diameter (mm) 1200
Application Surface
Control Points Head (m) Flow (1l/s) Control Points Head (m) Flow (1l/s)
Design Point (Calculated) 1.600 5.0 Kick-Flo® 0.865 3.8
Flush-Flo™ 0.425 4.7 |Mean Flow over Head Range - 4.2

The hydrological calculations have been based on the Head/Discharge relationship for the Hydro-Brake® Optimum as specified.

control device other than a Hydro-Brake Optimum® be utilised then these storage routing calculations will be invalidated

Depth (m) Flow (l1/s) |Depth (m) Flow (1/s) [Depth (m) Flow (1/s) |Depth

0.100 3.1 0.600 4.6 1.600 5.0 2
0.200 4.3 0.800 4.1 1.800 5.3 3
0.300 4.6 1.000 4.0 2.000 5.5 3
0.400 4.7 1.200 4.4 2.200 5.8 4
0.500 4.7 1.400 4.7 2.400 6.0 4

.600 6.3 5
.000 6.7 5
.500 7.2 6
.000 7.7 6
.500 8.1 7

(m) Flow (1/s) |Depth

.000
.500
.000
.500
.000 1

(m) Flow (1/s) |Depth

O W W 0w ©
O J W w u
O O 0 0 J

Should another type of

(m) Flow (1l/s)

.500
.000
.500
.000
.500

10.
10.
11.
11.
11.

o W o J Ww
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL
Date 22/12/2023 09:34 Designed by inzad
File Newfields-SW-revD.MDX Checked by

Micro Drainage Network 2020.1

Offline Controls for Storm

Weir Manhole: MH32, DS/PN: S1.007, Loop to PN: S1.008

Discharge Coef 0.544 Width (m) 1.000 Invert Level (m) 223.600
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Designed by inzad
Checked by

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Micro Drainage Network 2020.1

Storage Structures for Storm

51.007

Cellular Storage Manhole: MH32, DS/PN:
Invert Level (m) 222.500 Infiltration Coefficient
Infiltration Coefficient Base (m/hr) 0.00000

Depth (m) Area (m?) Inf. Area (m2?) [Depth (m) Area (m?) Inf. Area (m?)

0.000 216.0 216.0 1.600 216.0 312.0

Safety Factor

0.00000 Porosity 0.95
2.0

Side (m/hr)

Depth (m) Area (m?) Inf. Area (m?)

1.700 0.0 312.0
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21

5DL

Date 22/12/2023 0

9:34

Designed by inzad

File Newfields-SW-revD.MDX Checked by

Micro Drainage

Network 2020.1

US/MH
PN Name

$1.000 MH1 15
51.001 MH2 15
52.000 MH3 15
52.001 MH4 15
51.002 MH5 15
51.003 MH6 15
$3.000 MH7 15
5$3.001 MH8 15

Summary of Critical Results by Maximum Level (Rank 1) for Storm

Simulation Criteria

Areal Reduction Factor 1.000 Manhole Headloss Coeff (Global) 0.500 MADD Factor * 10m3/ha Storage 0.000
Hot Start (mins) 0 Foul Sewage per hectare (1/s) 0.000 Inlet Coeffiecient 0.800
Hot Start Level (mm) 0 Additional Flow - % of Total Flow 0.000 Flow per Person per Day (1/per/day) 0.000

Number of Input Hydrographs 0 Number of Offline Controls 1 Number of Time/Area Diagrams 0
Number of Online Controls 1 Number of Storage Structures 1 Number of Real Time Controls 0

Synthetic Rainfall Details
Rainfall Model FSR M5-60 (mm) 18.100 Cv (Summer) 0.750
Region England and Wales Ratio R 0.350 Cv (Winter) 0.840

Margin for Flood Risk Warning (mm) 300.0 DTS Status ON Inertia Status OFF
Analysis Timestep Fine DVD Status OFF

Profile(s) Summer and Winter
Duration(s) (mins) 15, 30, 60, 120, 180, 240, 360, 480, 600, 720, 960, 1440, 2160, 2880, 4320,
5760, 7200, 8640, 10080

Return Period(s) (years) 100
Climate Change (%) 40
Water Surcharged Flooded Half Drain Pipe
Return Climate First (X) First (Y) First (Z) Overflow Level Depth Volume Flow / Overflow Time Flow
Storm Period Change Surcharge Flood Overflow Act. (m) (m) (m3) Cap. (1/s) (mins) (1/s)
Winter 100 +40% 229.482 -0.118 0.000 0.10 3.6
Winter 100 +40% 228.335 -0.105 0.000 0.20 7.4
Winter 100 +40% 228.708 -0.092 0.000 0.31 4.4
Winter 100 +40% 228.543 -0.119 0.000 0.09 4.4
Winter 100 +40% 227.510 -0.090 0.000 0.33 11.5
Winter 100 +40% 225.552 -0.048 0.000 0.77 21.0
Winter 100 +40% 100/15 Winter 227.780 0.130 0.000 1.02 37.4
Winter 100 +40% 225.637 -0.113 0.000 0.49 37.3
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

Summary of Critical Results by Maximum Level

(Rank 1)

for Storm

S1.
Sl.
S2.
S2.
S1.
Sl.
S3.
sS3.

PN

000
001
000
001
002
003
000
001

US/MH
Name

MH1
MH2
MH3
MH4
MH5
MH6
MH7
MHS8

Level
Status Exceeded

OK
OK
OK
OK
OK
OK
SURCHARGED
OK
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
File Newfields-SW-revD.MDX

Designed by inzad
Checked by

Micro Drainage

Network 2020.1

US/MH
PN Name Storm
S4.000 MH9 15 Winter
S4.001 MH10 15 Winter
$5.000 MH11 15 Winter
S4.002 MH12 15 Winter
S54.003 MH13 15 Winter
56.000 MH14 15 Winter
S54.004 MH15 15 Winter
S4.005 MH16 15 Winter
53.002 MH17 15 Winter
S7.000 MH18 15 Winter
S7.001 MH19 15 Winter
S7.002 MH20 15 Winter
S7.003 MH21 15 Winter
S7.004 MH22 15 Winter
S7.005 MH23 15 Winter
S57.006 MH24 15 Winter
S7.007 MH25 15 Winter
51.004 MH26 15 Winter
$8.000 MH27 15 Winter
S$8.001 MH28 15 Winter
$8.002 MH29 15 Winter
S1.005 MH30 15 Winter
51.006 MH31 15 Winter
51.007 MH32 360 Winter

S1.008 MH33 Headwall 240 Summer

Summary of Critical Results by Maximum Level (Rank 1) for Storm

Water Surcharged Flooded

Return Climate First (X) First (Y) First (2) Overflow Level Depth Volume

Period Change Surcharge Flood Overflow Act. (m) (m) (m3)

100 +40% 228.617 -0.133 0.000
100 +40% 226.776 -0.124 0.000
100 +40% 226.981 -0.119 0.000
100 +40% 226.745 -0.086 0.000
100 +40% 100/15 Summer 225.740 0.340 0.000
100 +40% 100/15 Summer 225.720 0.170 0.000
100 +40% 100/15 Summer 225.703 0.365 0.000
100 +40% 100/15 Summer 225.639 0.351 0.000
100 +40% 100/15 Summer 225.206 0.556 0.000
100 +40% 228.800 -0.100 0.000
100 +40% 227.646 -0.104 0.000
100 +40% 226.809 -0.091 0.000
100 +40% 225.713 -0.137 0.000
100 +40% 225.528 -0.122 0.000
100 +40% 225.406 -0.134 0.000
100 +40% 100/15 Summer 224.934 0.384 0.000
100 +40% 100/15 Summer 224.905 0.446 0.000
100 +40% 100/15 Summer 224.885 0.480 0.000
100 +40% 226.457 -0.043 0.000
100 +40% 225.707 -0.043 0.000
100 +40% 224.878 -0.072 0.000
100 +40% 100/15 Summer 224.374 0.374 0.000
100 +40% 100/15 Summer 223.664 0.389 0.000
100 +40% 100/15 Summer 0 223.585 0.936 0.000
100 +40% 221.679 -0.101 0.000

Flow / Overflow
(1/s) (mins)

Cap.

O O OO0 OO OO0 O0ODO0OO0ODOOoOHFrH ORF OO0 OoOOOoOOoOOo

.03
.07
.09
.38
.86
.23
.17
.86
.13
.24
.20
.32
.32
.42
.34
.59
.79
.12
.84
.84
.78
.99
.36
.10
.24

Half Drain Pipe
Flow

Time

N e

14.

16.
22.
79.

12.
16.
19.
26.
24.
26.
135.
23.
23.
65.
190.
189.
468 4.

~N J B O 0 ON BN WOWUIO JO0 O WO wN o O

(1/s)
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17 Crab Tree Hill
Little Eaton
Derbyshire DE21 5DL

Date 22/12/2023 09:34
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Designed by inzad

Checked by

Micro Drainage

Network 2020.1

Summary of Critical Results by Maximum Level (Rank 1) for Storm
US/MH Level
PN Name Status Exceeded
54.000 MH9 OK
S4.001 MH10 OK
55.000 MH11 OK
54.002 MH12 OK
S4.003 MH13 SURCHARGED
$6.000 MH14 SURCHARGED
S4.004 MH15 SURCHARGED
5$4.005 MH16 SURCHARGED
$3.002 MH17 SURCHARGED
S7.000 MH18 OK
57.001 MH19 OK
5$7.002 MH20 OK
57.003 MH21 OK
57.004 MH22 OK
57.005 MH23 OK
5$7.006 MH24 SURCHARGED
$7.007 MH25 SURCHARGED
S1.004 MH26 SURCHARGED
58.000 MH27 OK
58.001 MH28 OK
58.002 MH29 OK
S$1.005 MH30 SURCHARGED
S1.006 MH31 SURCHARGED
5$1.007 MH32 SURCHARGED
51.008 MH33 Headwall OK
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