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Proposed Alterations to Rudyard Methodist Chapel 
 
Structural Survey 
 

 
 
 
Staffordshire Moorlands District Council have requested a structural survey in support of the 
application to demolish the chimney stack above roof level as part of the reroofing works. 
 
A visual inspection was carried out on the chimney from ground level on 12 December 2024 by 
Ian Ankers MCIOB, Chartered Building Surveyor. The findings were as follows: 
 

• The chimney stack is not structural, other than carrying its own weight, and demolition 
will not affect the structural integrity of the building. The stack is in reasonably sound 
condition although the managers have reported occasional damp problems around the 
stack below roof level. It is not known whether a damp proof tray was incorporated into 
the original construction.  


